A

Smoke alarm
with internal
sounder — not
linked to whole
house system

Smoke detector
linked to whole
house system

Heat detector
linked to whole
house system

Manual call point
linked to whole
house system

Sounder linked
to whole house
system

Control and indicator
panel linked to whole
house system

Emergency lighting

FD30S fire door with
self closing device

30 minutes fire resistance

DRAWING NO. 26

3 Storey.

5 x Single person bedsits, of which:
3 Bedsits have own cooking facilities
2 Bedsits have shared facilities.
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